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PROPOSED CODE CHANGE (Check One)

|:| Change to read as follows |Z|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

E3908.7 Load-side equipment. A grounded circuit conductor shall not be used for grounding noncurrent-carrying metal parts of
equipment on the load side of the service disconnecting means.

Exception. It shall be permissible to ground meter enclosures by connection to the grounded circuit conductor on the load-side of the
service if:

(1) all meter enclosures are located immediately adjacent to the service disconnecting means; and

(2) the size of the grounded circuit conductor is not smaller than the size specified in TABLE E3908.12 for equipment grounding
conductors.

REASON AND FISCAL IMPACT

This text was extracted from the 2005 Indiana Residential Code.
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